ADDENDUM TO INVITATION FOR BIDS
Fortuna Elementary School District
Proposition 39
South Fortuna Elementary School Furnace Replacement
Bid No. 17-007

Addendum #2
March 29, 2017

To All Prospective Bidders:

The Fortuna Elementary School District (District) herewith issues Addendum No. 2 to the above-referenced solicitation. This Addendum shall be made part of the Contract Documents and the bidder shall acknowledge receipt thereof on the Bid Proposal Form. Except as specifically modified by this document, all other terms and conditions remain in full force and effect.

1. The District requests the furnace model number Lennox SLP98UH070XV36B in order to have equivalent units across the district, see attached specifications. The equivalent BTUH requirement for the furnaces has been removed as this furnace is not available in the 40,000 BTUH size.

2. In the Scope of Work, section 1, table 1:

The Equivalent Input BTUH should be struck.

<table>
<thead>
<tr>
<th>Specific Location</th>
<th>Description of Measure</th>
<th>Equivalent input BTUH (each unit)</th>
</tr>
</thead>
<tbody>
<tr>
<td>Office and Classrooms</td>
<td>Replace (22) existing 80% AFUE furnaces with (22) 97% or greater AFUE furnaces</td>
<td>40,000</td>
</tr>
<tr>
<td>Cafeteria</td>
<td>Replace (2) existing 80% AFUE hanging furnaces with (2) 97% or greater AFUE furnaces</td>
<td>40,000</td>
</tr>
</tbody>
</table>

3. On the Bid Proposal Form, table 1:

The Equivalent Input BTUH column should be struck. A new bid proposal form is provided as an attachment to this addendum.
Dear Members of the Governing Board:

The undersigned, doing business under the name of ________________________________, having carefully examined the location of the proposed work, the local conditions of the place where the work is to be done, the Notice Inviting Bids, the General Conditions, the Instructions to Bidders, the Plans and Specifications, and all other Contract Documents for the proposed South Fortuna Elementary School Furnace Replacement project ("Project"), and having accurately completed the Bidder’s Questionnaire, proposes to perform all work and activities in accordance with the Contract Documents, including all of its component parts, and to furnish all required labor, materials, equipment, transportation and services required for the construction of the Project in strict conformity with the Contract Documents, including the Plans and Specifications, as follows:

**BASE BID:**

<table>
<thead>
<tr>
<th>Description of Measure</th>
<th>Measure Cost</th>
</tr>
</thead>
<tbody>
<tr>
<td>Replace (22) existing 80% AFUE furnaces with (22) 97% or greater AFUE furnaces</td>
<td>$</td>
</tr>
<tr>
<td>Replace (2) existing 80% AFUE hanging heaters with (2) 97% or greater AFUE furnaces</td>
<td>$</td>
</tr>
</tbody>
</table>

For the sum of: ____________________________ dollars ($).

**ADDITIVE ALTERNATE 1:** Clean vents and add outdoor air to classrooms.

Add: ____________________________ dollars ($).

The undersigned has checked carefully all the above figures and understands that the District is not responsible for any errors or omissions on the part of the undersigned in making this bid.

Enclosed find certified or cashier's check no._________________________ of the __________ Bank for ____________________________ Dollars ($_________________) or Bidder's Bond of the ____________________________ surety company in an amount of not less than ten percent (10%) of the entire bid. The undersigned further agrees, on the acceptance of this proposal, to execute the Contract and provide the required bonds and insurance and that in case of default in executing these documents within the time fixed by the Contract Documents, the proceeds of the check or bond accompanying this bid shall be forfeited and shall become the property of the District.
Contractor agrees to commence the work within the time specified in the Notice to Proceed. It is understood that this bid is based upon completing the work within the number of calendar days specified in the Contract Documents.

ADDENDA:
Receipt of the following addenda is hereby acknowledged:

Addendum #____ Dated: __________
Addendum #____ Dated: __________
Addendum #____ Dated: __________
Addendum #____ Dated: __________
Addendum #____ Dated: __________
Addendum #____ Dated: __________

Respectfully submitted,

Company: __________________________________________

Address: __________________________________________

________________________________________________________________________

By: ____________________________________________________________

(Please Print or Type)

Signature: _________________________________________________

Title: _______________________________________________________

Date: _______________________________________________________

Telephone: _________________________________________________

Contractor’s License No: _______________ Expiration Date ___________

Required Attachments: 1) Subcontractor List Form
2) Workers’ Compensation Certificate
3) Non-Collusion Affidavit
4) Bid Bond (or Cashier’s or Certified Check)
5) Bidder’s Questionnaire
### Model Number Identification

**SLP 98 UH 070 X V 36 B**

<table>
<thead>
<tr>
<th>Feature</th>
<th>Description</th>
</tr>
</thead>
<tbody>
<tr>
<td><strong>Unit Type</strong></td>
<td>SL = Dave Lennox Signature® Collection</td>
</tr>
<tr>
<td><strong>Stages</strong></td>
<td>P = Precise Comfort Technology™</td>
</tr>
<tr>
<td><strong>AFUE</strong></td>
<td>98%</td>
</tr>
<tr>
<td><strong>Configuration</strong></td>
<td>UH = Upflow/Horizontal</td>
</tr>
<tr>
<td><strong>Nominal Gas Heat Input</strong></td>
<td>070 = 66,000 Btu/h 090 = 88,000 Btu/h 110 = 110,000 Btu/h 135 = 132,000 Btu/h</td>
</tr>
</tbody>
</table>

**Cabinet Width**
- B = 17-1/2 in.
- C = 21 in.
- D = 24-1/2 in.

**Nominal Add-On Cooling Capacity**
- 36 = 2-3.5 tons
- 48 = 4 tons
- 60 = 4-5 tons

**Blower**
- V = Variable Speed Blower Motor

**Low NOx**
- X = Units meet California Nitrogen Oxides Standard (40ng/J)

1 Indoor coils with the same letter designation will physically match the furnace.