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ADDENDUM TO RFP 
 

Redwood Coast Energy Authority 
Fence Installation for ACV Microgrid 

 
Addendum #3 
June 19, 2020 

 
 
To All Prospective Respondents: 
 
Redwood Coast Energy Authority (RCEA) herewith issues Addendum No. 1 to the above-
referenced solicitation.  This Addendum shall be made part of the Contract Documents and the 
proposer shall acknowledge receipt thereof in their Proposals.  Except as specifically modified by 
this document, all other terms and conditions remain in full force and effect. 
  

 
Question 1: The post sizes on C-5.1 indicate typical terminal and corner posts as 2-7/8” and typical 
gate posts as 4.0” OD x 0.226 wall thickness.  The existing fence has 4.0” OD corner and terminal 
posts and 6-5/8” gate posts.  Please advise. 

Answer: Please match existing. 

 


